
 

 

Selected volatile organic compound (VOC) concentrations detected in samples from the New Haven Water Distribution System and Wells 
collected by the U.S. Environmental Protection Agency during 2000 and 2001. All concentrations in micrograms per liter (µµµµg/L) 
 
[<, less than analytical method detection limit; J, estimated concentration detected below the analytical method reporting limit; all samples analyzed using the EPA method 524.2 
for Drinking Water] 

 
a Methylene chloride is a common laboratory contaminant.  Its presence may indicate laboratory contamination. 
b Concentrations shown are from sampling done prior to the USEPA removal action conducted July 24 and August 4, 2000.  Sampling after the removal action indicates no 
contamination 

Location Description 
Collection 

Date Tetrachloroethene Trichloroethene
cis-1,2-

Dichloroethene
trans-1,2-

Dichloroethene Toluene 
Vinyl 

chloride 
Methylene 
chloridea 

City Well #2 well sample 05/11/00 45.2 1.3 <0.1 <0.1 2.28 <0.2 <0.1 
 well sample 05/30/00 72 2.2 <0.1 <0.1 <0.1 <0.2 <0.1 
 well sample 06/08/00 63.2 <0.5 <0.5 <0.5 <0.5 <1.0 <0.5 
 well sample 06/29/00 53.6 0.2 <0.1 <0.1 <0.1 <0.2 <0.1 
 well sample 07/11/00 50.7 0.2 <0.1 <0.1 <0.1 <0.2 <0.1 

City Well #3 well sample 05/31/00 <0.1 <0.1 <0.1 <0.1 <0.1 <0.2 <0.1 
 well sample 11/13/00 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 0.39 J 

 well sample 01/24/01 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 0.20 J 
City Well #4 well sample 05/31/00 <0.1 <0.1 <0.1 <0.1 <0.1 <0.2 <0.1 

 well sample 11/16/01 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 
ARP Well well sample 02/08/01 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 0.34 J 

W. Bates St. tap water 01/23/01 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 
E. Bates St. tap water 01/24/01 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 

City Hall drinking fountain 01/23/01 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 0.31 J 
City Firehouse tap water 01/23/01 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 0.26 J 

City Shed drinking fountain 01/23/01 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 0.33 J 
Cottonwood St. tap water 01/23/01 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 0.33 J 
Dog Pen Faucet faucet 05/30/00b 56.1 0.84 <0.1 <0.1 <0.1 <0.2 <0.1 

 faucet 08/07/00 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 
 faucet 01/23/01 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 0.38 J 

E. Industrial Dr. drinking fountain 01/24/01 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 
Locust St. tap water 01/24/01 0.13 J <1.0 <1.0 <1.0 <1.0 <1.0 0.24 J 

Mary Hammack St. tap water 01/23/01 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 
Maupin St. tap water 01/23/01 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 0.28 J 

MDOH Restroom men’s room faucet 06/05/00b 2,210 42.3 15.1 0.74 <0.1 <0.2 <0.1 
 men’s room faucet 08/07/00 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 <1.0 


